
UNIT NUMBER: SWMU 158

UNIT NAME: Chilled Water System Leak Site

REGULATORY STATUS: AOC

LOCATION: Southeast side C-720 building

APPROXIMATE DIMENSIONS: 10 feet wide by 30 feet long

FUNCTION: Provide cooling water for computer systems and HVAC systems

various plant buildings.

OPERATIONAL STATUS: Active

DATES OPERATED: 1953 to present

SITE/PROCESS DESCRIPTION: Chilled waterlines are located under concrete pad
near C-720 Truck Alley. Underground electrical
vaults were also associated with the spill.

WASTE DESCRIPTION: Chromated water

WASTE QUANTITY: Approximately 3500 gallons

DESCRIPTIDN OF RELEASE: The chilled water system lines developed a pinhole
leak which flooded an adjacent electrical vault and
spilled over to another connected vault. Water
sampled in the vault was reported at 100 ppm Cr+6.

DOCUMENTATION OF NO RELEASE: N/A

RFI NECESSARY: YES


